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Introduction
Document reference number: 54790
This report has been completed by:
Fire Risk UK Ltd
Unit 14 Oakhurst Business Park
Wilberforce Way
Southwater
West Sussex
RH13 9RT
BAFE registration number SUSS127.
Scope and Terms of this Assessment
1The Regulatory Reform (Fire Safety) Order (if the relevant premises are in England or Wales) or the Fire
(Scotland) Act (if the relevant premises are in Scotland) require the responsible person to carry out a fire risk
assessment of the premises they are responsible for.
2 This risk assessment carried out is made to enable the client or other responsible person to comply with the
legal requirements summarised in Paragraph 1 above.
3 This report is addressed to the client (or if applicable other responsible person in relation to the premises) for
its sole benefit and may not be relied upon by any other person, firm or company.
4 We have agreed with you that this assessment should be conducted by us in accordance with and on the basis
and assumptions set out in this scope.
5The risk assessment should be available for inspection, at all times.
6We have not carried out an occupancy calculation as part of the assessment unless otherwise agreed in
writing.
7The assessment does not allow for the physical maintenance of ay equipment or machinery.
8The fire risk assessment should be reviewed by the responsible person regularly so as to keep it up-to-date
and, in any event by the date indicated on the general information page of this report or at such earlier time as (a)
there is reason to suspect that it is no longer valid; or (b) there has been a significant change in the matters to
which it relates including when the premises, special, technical and organisational measures, or organisation of
the work undergone significant changes, extensions, or conversions. By way of example and without limiting the
general statement made above, the assessment should be reviewed following:
a)Significant changes to work practices or procedures.
b)A significant change in the number of people present or the characteristics of the occupants including the
presence of people with some form of disability.
c)Any significant structural or material changes to the premises (including the internal layout) or to the processes
or activities conducted at the premises, including the introduction of new equipment.
d)Significant changes to furniture and fixings and / or to displays or quantities of stock.
e)The introduction or increase in the storage of hazardous substances.
f)Any change in the fire precautions in the premises.
g)Any near miss or fire incident.
and, in any event, at recommended intervals of no more than the review date highlighted within the report.

9 The hazards and / or risks identified (if any) in each section of this document increase the risk to life and / or
property safety in and around the areas assessed.
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10The client, or other responsible person, should ensure that the additional fire safety controls,
recommendations and actions set out in this document are effected to bring the assessed areas up to a standard
that will ensure, so far as is reasonably practicable, the safety of any of his employees, any other person lawfully
on the premises or any person in the immediate vicinity of the premises at risk from a fire on the premises.

11The Regulatory Reform (Fire Safety) Order and the Fire (Scotland) Act, as applicable, impose various other
obligations in relation to fire safety on responsible persons. We would be pleased to provide further guidance on
these obligations but would like to draw your particular attention to the following:
Responsible persons must, amongst other things, provide their employees with comprehensive and relevant
information on the risks to them identified by the risk assessment, the preventative and protective measures taken
and the procedures and measures in place in the event of serious and imminent danger to them.
12In this report:
a)We confirm that the information shown is correct based upon a general 'walk through' inspection of the
premises, and discussions with both responsible management and staff. The contents are, to the best of the
Assessor's knowledge, a true and fair review of the fire safety status of the premises, and meet the clients
responsibilities in carrying out a fire risk assessment under the relevant legislation. Whilst the inspecting Assessor
has taken all reasonable care to ensure accuracy of the information offered, Fire Risk UK Ltd cannot accept legal
liability for any loss (including loss of anticipated profits, loss of expected future business, or damage to goodwill),
nor claims for damages in connection with this report.
b)Where relevant facts in relation to the premises were not visually apparent on the date of our inspection, we
have relied on the information and / or responses provided by or on behalf of the client or other responsible
person.
c)We have assumed that all relevant building regulations were complied with in the construction of the premises,
including any extension(s), conversion(s), renovation(s) and refurbishment(s).
d)Unless otherwise stated, we have assumed that at the premises (I) all fire safety equipment, including fire doors and fire resistant partitions and
(ii) all servicing of fire safety equipment has been installed or carried our (as the case may be) by persons
competent to do so and in accordance with all applicable standards.
e)We have not looked in roof spaces or other hidden areas in the premises except where there was an obvious
fire hazard which reasonably required further investigation.
f)We have assumed that information and documentation supplied to us by or on behalf of the client or other
responsible person which has a bearing on this fire risk assessment is current, true, accurate and not misleading.
g)The term "responsible person" has the meaning given to it in The Regulatory Reform (Fire Safety) Order and
the Fire (Scotland) Act.
h)The assessment is non invasive i.e. there will be no penetration, changes or damage to the structure of the
building.
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Premises Details
Building Information
Address line 1
Proctor Close

Town
Crawley

Postcode
RH10 7JQ

Client
Crawley Borough Council

Responsible Person
Crawley Borough Council

Use
Purpose-built, sheltered

Number of floors - ground and above
3

Number of accommodation units
45

Approach to units
• Direct from stair
• Via protected lobbies / corridors

Approximate period of construction
1990-2000

Construction details
3 x storey detached building of traditional construction materials under a pitched tiled roof. Purpose built block of
flats.
One main front entrance supplemented by 5 x exits to air from the ground floor.
The building is made up of 45 x flats.
2 x protected staircases from the ground floor serves all upper floors.
2 x passenger lifts also serves all floors.
Ground floor - 14 x flats, hairdressers room, 2 x lift motor rooms, 2 x laundry rooms, communal lounge and
kitchen, toilets & mobility scooter charging room.
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First floor - 17 x flats
Second floor - 14 x flats
Outside - bin room with chute access from all landings.
CBC representative on site - yes.
Assessed area - common areas only.
Occupancy, as defined in the Classification of Purpose Groups set out in Table 0.1 of Approved Document B, vol
1 (Fire Safety) 2019): Group 2(a) - Residential (institutional).

Warden
Hours that a warden is on site
Warden on site durning the day only.
Off-site monitoring arrangements
Tunstel alarm system installed in all dwellings.
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People especially at risk from fire
Are there any people especially at risk from fire?
Yes

People especially at risk from fire
• Mobility Impaired Occupants
• Other

Details of people especially at risk from fire
Some people with limited mobility and elderly persons.
Fire loss experience
No fire loss was reported during this assessment.
Additional Information:

Comments
Fire Risk UK have been informed by the senior management team of CBC that as part of their overall
management of fire risk in all CBC properties all relevant records of passive and active fire safety measures are
held electronically in the Crawley Town Hall.
Due to the number of properties under the control of CBC and resources available in terms of staff it is not
practice to arrange for all records to be made available for inspection by FR-UK Fire Risk Assessors during any
FRA.
CBC are committed to their obligations under the Regulatory Reform (Fire Safety) Order 2005 and have
confirmed to FR-UK that all CBC premises and any equipment provided in connection with firefighting, fire
detection and warning, or emergency routes and exits are subject to a suitable schedule of maintenance.
All servicing is carried out by competent and qualified contractors selected from CBC list of approved contractors.
All record keeping is kept up to date and in accordance with the FSO 2005.
The records held in the town hall include:
- Electrical installation inspections and gas/heating servicing
- fire alarm tests and maintenance
- emergency escape lighting
- fire extinguisher checks
- fire escape routes inspections
- any fixed installations including: Dry risers, AOV, Photovoltaic Cell Systems, Lifts and Sprinklers.
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Legislation
Fire safety legislation which applies to these premises
• Regulatory Reform (Fire Safety) Order
2005
This legislation is enforced by
Local fire and rescue authority

Details of any other legislation that makes significant requirements for fire precautions in these premises (other
than the Building Regulations)
The Housing Act 2004.

Is there an alterations notice in force?
No

Do licensing laws apply to the premises?
No

Comments
The assessor was not informed of any alteration notices.

Fire Risk Assessment
CBC - Schaffer House

Page 8 of 45

Fire Prevention
Electrical
Are electrical installations and appliances free from any obvious defect?
Yes

Are fixed installations periodically inspected and tested?
Yes

Are portable electrical appliances used?
Yes

Is the use and type of portable appliances reasonable?
Yes

Are there suitable limitations on the use of trailing leads and adapters?
Yes

Is there a suitable regime for portable appliance testing?
Yes

Is there a suitable policy regarding the use of personal electrical
appliances?

Yes

Comments
CBC has a policy in place for all electrical installations to be inspected and tested at the required intervals, on a
cyclical basis, in accordance with current wiring regulations. All records are held at the Town Hall and are
available for inspection on request.
CBC prohibit the use of portable appliances in common areas of all CBC properties. The only exceptions would
be contract cleaners or approved service and maintenance staff.
The installation was last tested by: Volts Electrical Ltd. Date: 26/09/18. Cert no: TES-000000220
The report came back Unsatisfactory.
The assessor advises that any outstanding C1s or C2s are acted upon as soon as possible to prevent the risk of
fire or electrocution caused by defective electrical installations in the property.
All portable appliances installed are tested by: Meares Ltd. Date - June 2021. Re-test date: 14/06/22.
At the time of the assessment the management of electrical leads was good. No sockets were seen to be
overloaded, no misuse of extension leads and no damage to any cables was apparent.
Note:
All electrical installations, this includes extension leads should be regularly inspected by a competent electrical
engineer appointed by you, or on your behalf, in accordance with the Electricity at Work Regulations 1989 (EAW
Regulations).
The use of low voltage equipment should conform to the requirements of the Electrical Equipment (Safety)
Regulations 1994, including the requirement to be CE marked.
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Gas
Are gas installations and appliances free from any obvious defect?
Yes

Is gas equipment protected/located so as not to be prone to accidental
damage?

Yes

Comments
CBC have gas service contracts in place with approved ‘gas safe’ accredited contractors.
All boilers and installations are serviced in accordance with The Gas Safety (Installation and Use) Regulations
S35/36).
All records are held at the Town Hall and are available for inspection on request. The assessor was informed that
all gas installation tests and inspections are in date.
Important:
Up to date servicing of gas boilers and installations avoids the risk of fire, explosion and Carbon Monoxide
poisoning.
Carbon Monoxide gas is colourless, odourless, tasteless and is poisonous. Carbon Monoxide poisoning occurs
when carbon monoxide builds up in your bloodstream.
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Heating
Are fixed heating installations free from any obvious defect?
Yes

Are portable heaters used?
No

Comments
Central heating in the common area is provided via a mains gas boiler. At the time of this assessment all radiators
were secure and undamaged.
CBC ensure the boiler and associated gas installations are serviced annually by a ‘gas safe’ engineer and
certification is held.
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Cooking
Does cooking take place on the premises?
Yes

Are reasonable measures taken to prevent fires as a result of cooking?
Yes

Are filters changed and ductwork cleaned regularly?
Yes

Comments
The communal kitchen has a range of domestic appliances in place. All appliances were clean and tidy at the time
of the assessment.
1 x 2kg CO2 extinguisher & 1 x fire blanket installed.
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Arson
Is security against arson reasonable?
No

Is there a reasonable absence of external fuels and ignition sources?
No

Comments
Access control system fitted to the entrance doors.
Waste bins are stored in a designated bin room. At the time of this visit the door to the bin room was damaged
meaning there is easy access for potential arson or vandalism.
Large recycling bins are positioned too close to the building. Even if these are lockable they are loaded with
combustibles which could be ignited - result - immediate fire spread to the building. They should be relocated.

Housekeeping
Is accumulation of combustibles or waste avoided?
Yes

Are there appropriate storage facilities for combustible & hazardous
materials?

Yes

Comments
The standard of housekeeping in terms of fire safety at the time of the assessment was good.
No combustible or hazardous materials were seen in the common areas during this assessment.
Good housekeeping and storage, in and around the premise, is a necessary requirement. It is important (where
possible) to minimise accumulations to suitable & sufficient levels, in order to minimise the potential fire loading
(i.e. the amount of available combustible material for a fire to (start and grow). Large amounts of combustible
items and materials can significantly increase the capability for any fire to develop and rapidly spread. Regular
checks should be made to ensure items are not stored within escape routes/common areas.
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Building Works
Are there any hot works being carried-out at this time?
No

Are the premises free of any obvious signs of incorrect hot work
procedures in the past?

Yes

Comments
External contractors are approved by CBC and contractors are required to submit method statements, risk
assessments and, where necessary, make arrangements for 'hot work'.
The ongoing monitoring of the work of external contractors and internal maintenance staff on site is subject to
CBC procedures and inspection regimes.
"No work which may affect the fire safety of the building is to be undertaken by any contractor or other person
without obtaining the prior agreement of Crawley Borough Council. Contractors and visitors should make
themselves aware of fire instructions, which are displayed. In the event of a fire, all outside contractors and
visitors must make their way to the fire assembly point to the front of the building and await further instruction"
(CBC Fire Safety Policy).

Smoking
Are there suitable arrangements taken to prevent fires caused by
smoking?

Yes

Comments
A No Smoking policy is in place and enforced in all CBC properties which includes the common and communal
areas such as: lifts, landings, stairwells, communal longes & communal kitchens.
Smoking prohibition signage is in place.
There was no evidence of illicit smoking on the premises.
An outdoor smoking area has been provided and is maintained by CBC staff.

Dangerous Substances
Are dangerous substances present, or liable to be present?
No

Comments
No dangerous substances were seen in the common areas or on escape routes during the fire risk assessment.
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Lightning
Is a lightning protection system installed?
Yes

Is the lightning protection system free from any obvious defect?
Yes

Is the lightning protection system periodically inspected?
Yes

Comments
The installed lightning protection system is maintained annually in accordance with relevant British Standards BSEN 62305 and the Electricity at Work Regulations 1989.
Serviced by: Tarrant Group. Date: 13/07/21 - this information is taken from affixed labels, records are held with
CBC.
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Escape Routes & Fire Spread
Ease of Use
Are exits easily and immediately openable?
Yes

Do fire exits open in direction of escape where necessary?
Yes

Are escape routes unobstructed and safe to use?
Yes

Are there reasonable measures for the evacuation of disabled people?
Yes

Comments
Final exit doors were checked during this assessment, they were found to be in good condition.
Final exit doors are secured in such a way that they would be opened easily and freely in an emergency.
At the time of this assessment escape routes were not obstructed.
Staircases were well lit with no items stored on landings and no trip hazards were seen.
Stair nosing's and handrails were in good condition.
There are no specific modifications to this building for disabled people. However, ground floor access would be
suitable for some people with limited mobility. CBC carry out risk assessments as part of their property allocation
process taking into account individual needs.
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Dimensions
Are travel distances reasonable?
Yes

Is there sufficient exit capacity?
Yes

Comments
The number of exits available in the building are acceptable. Taking into consideration the travel distances, exit
widths and the anticipated numbers of people, all occupants should be able to exit the building safely during an
emergency to reach ultimate safety in a timely fashion.
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Fire Doors
Doors which are expected to be fire resisting:
•
•
•
•
•
•
•
•
•

Cross-Corridors
Cupboards
Electrical Cupboards
Flat Entrances
Kitchens
Laundry
Lift Machine Room
Lounge
Risers

Cross-Corridor Doors
• FD30S self-closing

Cupboard Doors
• FD30S

Electrical Cupboard Doors
• FD30S

Flat Entrance Doors
• FD30S self-closing

Kitchen Doors
• FD30S self-closing

Laundry Doors
• FD30S self-closing

Lift Machine Room Doors
• FD30S

Lounge Doors
• FD30S self-closing

Riser Doors
• FD30S

Do any fire doors appear to be of composite construction?
No

Are fire doors to a suitable standard?
Minor Defects

Fire Risk Assessment
CBC - Schaffer House

Page 18 of 45

Is there suitable provision of self-closing devices?
Yes

Is there suitable provision of hold-open devices?
Yes

Are doors kept locked where appropriate?
Yes

Comments
Flat Front Doors:
The assessor had no access to flat front doors that lead directly into the escape route. All flat front doors
appeared to be of the same design with no obvious external defects or damage.
It should ensured that all flat front doors are of FD30s specification with a self closing device fitted. Any doors
which do not comply should be repaired or replaced by a competent fire door contractor who will provide
certification.
Fire Door information:
Fire doors should be of FD30s (or in some cases FD60s or FD120s) specification with a fitted self closing device,
the door frames should be of the same fire resistance as the door itself. A fire door and frame are known as a
‘Fire Rated Door Set’. FD30s fire rated doors should be fitted with three fire rated hinges, intumescent strips and
cold smoke seals. Letter box liners should also be of the fire resistant type.
Fire Door Specification information:
FD = Fire Door
30 = 30 minute fire resistance (this could also be 60 or 120)
S = seals (cold smoke seals and intumescent strips)
SC = self closing device (to ensure the door closes fully into the frame)
All fire doors should be self closing, they should close flush to the frame and have no gaps in excess of 3-4mm to
sides and top and no more than 8-10mm on the bottom.
Intumescent Strips – These will expand when exposed to extreme heat, helping to seal of gaps between the door
and the door frame they are specifically designed to prevent the spread of fire.
Smoke Seals - A smoke seal is a nylon pile, rubber strip or a brush that goes around a doorframe or the door, to
help prevent toxic
smoke from passing through the gaps. It fills the gap in between the frame and the door, and plays a vital role in
preventing smoke from passing from one area of a building to another.
Note - Most fire deaths are actually the result of smoke inhalation rather than burns, and toxic smoke may be so
dense and thick, that people can lose consciousness very quickly, and are unable to leave the building.
Riser Cupboard Doors:
1st floor - The centre door of three (the red doors) opposite flat no: 23 does not close properly at the top. This
means a seal is not formed.
2nd floor - The centre door and the door to the right of three (the blue doors) opposite flat no: 39 does not close
properly at the top. This means a seal is not formed.
In addition a number of the other riser doors do not seem to fully seal when locked shut. It is recommended all
riser cupboard doors are examined and adjusted where necessary.
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Construction & Glazing
Are escape routes protected with suitable walls and floors?
Yes

Is there adequate compartmentation?
Yes

Is there reasonable limitation of linings that might promote fire spread?
Yes

Are external walls and attachments free from materials, products and
systems which could promote excessive fire spread?

Glazing which is expected to be fire resisting, inc vision panels and
fanlights:

Yes

• Corridors
• Cross-Corridors
• Lounge

Corridor Glazing
• Georgian wired

Cross-Corridor Glazing
• Georgian wired

Lounge Glazing
• Georgian wired

Is glazing reasonable and free from any obvious defects?
Yes

Comments
In line with the scope of this report the assessment is restricted to a general walk-through inspection of the
premises common areas only. The assessor cannot comment on the standard of the compartmentation between
dividing walls between rooms or ceilings between floors. A thorough invasive survey which is beyond the scope of
this assessment would be needed to establish accurate levels of fire protection in key areas such as common
areas, escape routes and roof voids/lofts.
The assessor had no safe access available to the roof space - Compartmentation in roof voids is a particular
issue with respect to hidden fire spread. Therefore, this should be investigated to ensure adequate Fire Stopping
up to the underside of the roof is in place. What this means is, fire cannot spread in the loft space from one part of
the building to another or spread to adjacent buildings.
The materials used to line walls and ceilings can contribute significantly to the spread of flame across their
surface. In this premises the décor and surface finishes of walls, ceilings and escape routes were considered to
be materials that would not promote rapid fire spread.
Enclosed notice boards are fitted in the entrance hall. This prevents arson attack on loose papers hanging the
wall and also reduces the chance of fire spread.
There are no external cladding systems fitted to this building.
Fire Risk Assessment
CBC - Schaffer House

Page 21 of 45

Dampers, Ducts & Chutes
Are there suitable measures to restrict fire spread via ducts and
concealed spaces?

Yes

Comments
There is no Air Conditioning or HVAC system installed. In addition there is no cooking that takes place in the
common area that would warrant the installation of a commercial extraction or ventilation system.
Rubbish chutes in corridors:
The chutes run direct to bins inside the bin room. All chutes were checked during this assessment and seals
behind all chute trap doors were in good condition. These seals will help to prevent fire and smoke spread into the
building from the bin room.
Advice:
Ensure these are checked regularly for damage or wear and tear. Any defect should be reported immediately.
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Smoke Ventilation
Areas where smoke ventilation is expected:
• Corridors
• Staircases

Corridors
• Openable Windows
• Natural Vent - Automatic

Staircases
• Openable Windows

Is smoke ventilation reasonable and free from any obvious defects?
Yes

Comments
There are opening windows on the escape routes (stair landings and corridors) which are considered to be
adequate for the venting of smoke in a fire situation.
There is also an AOV system installed.

Information:
The greatest immediate danger to the occupants of a large building in the event of a fire comes from the smoke
rather than the heat of the fire. Even a small fire can rapidly fill a large building with smoke to an extent where
people escaping the building cannot see to find the escape routes and can be overcome by smoke inhalation.
If installed, Automatic Opening Vents (AOV’s) systems should be serviced and maintained at least once a year to
conform to BS 7346 or BS 5588. Servicing and maintenance should only be carried out by approved competent
contractors and records should be kept available for inspection by enforcing authorities.
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Detection & Warning
Control Equipment
Is an electrical fire alarm system expected?
Yes

Is a fire detection and/or alarm system provided?
Yes

Areas covered
• Flats
• Whole building (single system)

Flats
System Category
• BS 5839 Pt6 Grade D Category LD2

Cause & Effect
• Sounds alarm in whole building

Whole Building
System Category
• BS 5839 Pt1 Category L2

Cause & Effect
• Sounds alarm in whole building

Is the control equipment suitably located?
Yes

Is the control equipment free from any obvious fault or defect?
Yes

Comments
The control and indicating equipment is suitably located and at the time of the assessment it was unobstructed.
The control and indicating equipment was free from any indicated faults on the display at the time of this
assessment.
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Manual Fire Alarms
Are there sufficient means of manually raising an alarm?
Yes

Are manual callpoints appropriately located and free from obvious
defect?

Yes

Comments
There is a sufficient provision of manual call points throughout the building.
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Automatic Fire Detection
Is there sufficient provision of automatic fire detection?
Yes

Is the type of automatic fire detection suitable and free from obvious
defect?

Yes

Comments
As a purpose built block of flats it is reasonable to assume the level of compartmentation afforded during the
design and construction of the building is such that a fire detection and alarm system is not required in the
common areas.
However CBC have adopted a policy of installing detection throughout which is interlinked to the alarm system
and to the AOV system.
The assessor was informed:
All flats have Grade D LD2 installed interlinked with the main system.
The AOV opens only when the nearest detector operates.
The kitchen shutter closes on activation of the alarm.
The alarm sounds throughout the building.
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Audibility
Are there adequate means of alerting all relevant persons?
Yes

Comments
The assessor was informed the alarm can be heard in all areas of the building.
BS 5839 requires that if an alarm system is to be used in this type of property, a minimum sound level of 75 DBA
at the bed head is required in order to wake up a sleeping person.
If there is any doubt - this should be investigated by your alarm engineer.
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Firefighting
Fire Extinguishers
Are fire extinguishers expected?
Yes

Are fire extinguishers provided?
Yes

Predominant types of fire extinguisher:
•
•
•
•

Carbon dioxide - 2kg
Dry powder - 6kg
Fire blanket
Water - 6L

Last test date of extinguishers:
May 2021

Are fire extinguishers readily accessible?
Yes

Is the provision of fire extinguishers reasonable?
Yes

Comments
All extinguishers are sited in accordance with the recommendations set out in BS 5306 - 8.
Extinguishers are clearly identifiable and easily accessible.
Extinguishers are located in the kitchen, laundry rooms, escape routes and in the boiler room.
Note:
People with no training should not be expected to attempt to extinguish a fire. However, all CBC staff should be
familiar with the location and basic operating procedures for any equipment provided, in case they need to use it.
If your fire strategy means that certain people, e.g. fire marshals, will be expected to take a more active role, then
they should be provided with more comprehensive training.
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Fixed Systems
Are any fixed systems provided?
No

Is provision of fixed systems reasonable?
Yes

Comments
No fixed systems are installed in the premises.
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Fire Service Facilities
Are any fire service facilities provided?
No

Is provision of fire service facilities reasonable?
Yes

Comments
Fire Appliance Parking:
There is adequate approach & hard standing for fire appliances within a reasonable distance of the building so as
firefighters can use their equipment without too much difficulty.
Hydrant:
Hydrant - located across the road from the main entrance.
Premises Box:
A premises information box has been installed next to the alarm panel providing information to the fire service on
individual residents and their requirements in an emergency.
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Lighting
Normal Lighting
Is there adequate lighting of internal escape routes?
Yes

Is there adequate lighting of external escape routes?
Yes

Is there adequate lighting in risk critical areas?
Yes

Comments
Adequate normal lighting is provided both internally and externally on escape routes and in risk critical areas. This
means all lighting, other than emergency escape lighting is permanently installed in areas of the premises to
which the public & residents have access.
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Emergency Lighting
Method of emergency lighting of internal escape routes:
• Borrowed light
• Non-maintained emergency lighting
(local)
Is this provision reasonable?
Yes

Method of emergency lighting of external escape routes:
• Borrowed light
• Non-maintained emergency lighting
(local)
Is this provision reasonable?
Yes

Method of emergency lighting of other areas:
• Borrowed light
• Non-maintained emergency lighting
(local)
Is this provision reasonable?
Minor Defects

Comments
Adequate internal Emergency Escape Lighting (EEL) appears to have been installed in accordance with
recommendations laid down in BS 5266.
Adequate external Emergency Escape Lighting (EEL) appears to have been installed in accordance with
recommendations laid down in BS 5266.
There is no emergency escape lighting installed in the boiler room. It is recommended this is installed in case of
power failure when either CBC staff or service engineers are working here.
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Signs & Notices
Escape Routes
Is escape route signage necessary?
Yes

Is escape route signage provided?
Yes

Is provision of escape route signage suitable?
Yes

Comments
Adequate directional signage is in place along the escape routes directing people towards a final exit point.
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Fire Doors
Is there signage suitable for self-closing fire doors?
Yes

Is there signage suitable for locked fire doors?
Yes

Is there signage suitable for automatic fire doors?
Yes

Comments
All fire doors which should be either kept shut, kept locked shut or kept clear are fitted with the appropriate
mandatory signage.
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Other Signs & Notices
Is there suitable signage for fire service facilities?
N/A

Are fire action notices suitable?
Yes

Are there suitable notices for fire extinguishers?
Yes

Is there suitable zone information for the fire alarm system?
Yes

Comments
Fire action notices:
Notices are clearly displayed.
Extinguishers:
Fire extinguishers that have been installed have clear identification signage in place.
Zone plan:
In accordance with the recommendations of BS 5839 a diagrammatic zone plan representing the building, which
has been clearly divided into fire alarm zones, is displayed. This will assist those responding to the fire signal.
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Fire Safety Management
Procedures & Arrangements
Current evacuation policy
Stay Put

Further details
‘Stay-Put’ - this is the strategy in place for this building.
This strategy may be considered in blocks of flats were each flat has a minimum of 60 minutes fire resisting
compartmentation.
When a fire occurs within a flat, the occupants alert others in the flat, make their way out of the building and
summon the fire and rescue service.
If a fire starts in the common parts, anyone in these areas makes their way out of the building and summons the
fire and rescue service.
All other residents not directly affected by the fire should be safe to stay put and remain in their flat unless
directed to leave by the fire and rescue service.
It is not implied that those not directly involved who wish to leave the building should be prevented from doing so.
Nor does this preclude those evacuating a flat that is on fire from alerting their neighbours so that they can also
escape if they feel threatened.
Are fire action procedures suitable and appropriately documented?
Yes

Are there suitable arrangements for calling the fire service?
Yes

Is there a suitable fire assembly point?
Yes

Are there suitable arrangements for the evacuation of disabled people?
Yes

Comments
All Fire Action Procedures are documented and held on file for inspection. All residents receive copies of the
procedures when they take over their property and they are also available electronically via CBC website or from
the the town hall.
Details on calling 999 and giving the address to the emergency services is included in the fire action notices in the
building and also in the emergency plans given to all residents.
The assembly point is identified as next to the front entrance. The assembly point is in view of any arriving fire
appliances.
Note:
Fire action procedures should always be displayed in common areas such as hallways and landings. This is to
ensure any visitors to the building are made aware of the actions they should take in an emergency.
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Training & Drills
Are staff regularly on the premises?
Yes

Do staff receive suitable training on the following areas:
Fire risks on the premises & fire prevention measures?
Yes

Action to take on discovering a fire?
Yes

How to raise an alarm?
Yes

Responding to the fire alarm?
Yes

Calling the fire service?
Yes

Location & use of fire fighting equipment?
Yes

Are fire drills carried out at appropriate intervals?
Yes

Are employees from outside organisations given appropriate fire safety
information?

Yes

Comments
CBC staff receive appropriate fire safety training. Crawley Borough Council provide this training.
The assessor was informed all contractors are made aware of the fire safety measures including the evacuation
plan and escape routes before commencing work on any CBC property.
Drills are normally carried out 2 x per year. However, there is a gap in record keeping due to Covid. The assessor
was informed a drill will be undertaken in the next couple of weeks.
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Testing & Maintenance
Was testing & maintenance information available?
Yes

Is there suitable testing & maintenance of the following fire safety measures:
Fire alarm system?
Yes

Emergency lighting?
Yes

Smoke ventilation systems?
Yes

Fixed fire-fighting installations?
N/A

Fire mains?
N/A

Fire-fighting lifts?
N/A

Other fire safety measures?
N/A

Are there routine in-house fire safety inspections?
Yes

Are fire extinguishers subject to suitable test & maintenance?
Yes

Comments
Automatic Fire Detection and Alarm Systems:
Systems installed in CBC properties are maintained in accordance with the recommendations of BS 5839.
Alarms are serviced under contract by Fire Risk UK. Last service: 30/01/22.
Copies of tests and certificates are held electronically at the Town Hall.
Emergency Escape Lighting:
CBC's policy is to undertake quarterly function tests of the emergency escape lighting systems.
EEL is serviced under contract by Fire Risk UK. Last service: 30/01/22.
Copies of tests and certificates are held electronically at the Town Hall.
Routine in-house fire safety inspections are undertaken and recorded.
Fire Extinguishers:
Are serviced under contract by Fire Risk UK.
Fire Risk Assessment
CBC - Schaffer House

Page 39 of 45

Fire Risk Assessment
CBC - Schaffer House

Page 40 of 45

Record Keeping
Were fire safety records available?
Yes

Are appropriate records kept of the testing & maintenance of:
Fire alarm system (inc false alarms)?
Yes

Emergency lighting?
Yes

Smoke ventilation?
No

Fixed fire-fighting systems?
N/A

Fire mains?
N/A

Fire-fighting lifts?
N/A

Other fire safety measures?
Yes

Details
Weekly inspection sheets are held on site.
Are records kept of fire drills and training?
Yes

Comments
CBC have confirmed to FR-UK that:
All testing and servicing certification and documentation is held electronically at the town hall.
Any of these records can be made available when required by inspecting authorities. Many of these records are
publicly accessible documents.
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Tasks
Task 1
Ref

949281

Source Version

1

Category

Fire Prevention

Sub Category

Arson

Action Required

Lock bin room door should be repaired to prevent unauthorised access.

Priority

High

Status

Identified

Due Date

15 March 2022
Response: to be discussed with scheme manger.

Task 2
Ref

949282

Source Version

1

Category

Fire Prevention

Sub Category

Arson

Action Required

Do not keep bins adjacent to the building. They should be relocated and secured away from
the building.

Priority

High

Status

Identified

Due Date

15 March 2022

Fire Risk Assessment
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Task 3
Ref

949284

Source Version

1

Category

Escape Routes & Fire Spread

Sub Category

Fire Doors

Action Required

Adjust all riser cupboard doors in the building on each level to ensure they close snugly into
the frame when locked.
This is to prevent the spread of fire and smoke into the escape routes.

Priority

High

Status

Identified

Due Date

15 March 2022

Response: Instructed.

Task 4
Ref

949283

Source Version

1

Category

Emergency Lighting

Sub Category

Emergency Lighting

Action Required

Install a non-maintained emergency light in the following areas:
The boiler room.

Priority

High

Status

Identified

Due Date

15 March 2022
Response: Instructed.
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Risk Score
Risk Score
Tolerable Risk

Next Assessment Due
15 February 2023

Likelihood

Potential Consequence
Slight Harm

Moderate Harm

Extreme Harm

High

Moderate

Substantial

Intolerable

Medium

Tolerable

Moderate

Substantial

Low

Trivial

Tolerable

Moderate

Likelihood
Low

Unusually low likelihood of fire as a result of negligible potential sources of ignition.

Medium

Normal fire hazards (e.g. potential ignition sources) for this type of occupancy, with fire
hazards generally subject to appropriate controls (other than minor shortcomings).

High

Lack of adequate controls applied to one or more significant fire hazards, such as to result
in significant increase in likelihood of fire.

Consequence
Slight

Outbreak of fire unlikely to result in serious injury or death of any occupant (other than an
occupant sleeping in a room in which a fire occurs).

Moderate

Outbreak of fire could foreseeably result in injury (including serious injury) of one or more
occupants, but it is unlikely to involve multiple fatalities.

Extreme

Significant potential for serious injury or death of one or more occupants.
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Life Safety Fire Risk Assessment Certificate of Conformity
This certificate is issued by the organisation named in Part 1 of the schedule in respect of the fire risk assessment provided
for the person(s) or organisation named in Part 2 of the schedule at the premises and / or part of the premises identified in
Part 3 of the schedule.
Schedule
Name of issuing Certificated Organization:

Fire Risk UK Ltd

BAFE registration no. of issuing organisation:

SUSS127

Name of client:

Crawley Borough Council - Schaffer House

Address of premises for which the fire risk assessment Proctor Close
was carried out:
Crawley
RH10 7JQ
Part or parts of the premises to which the fire risk
assessment applies:

Entire area occupied by the client, as defined within the fire risk
assessment report.

Brief description of the scope and purpose of the fire
risk assessment:

Life Safety Assessment (non-invasive, visual & non destructive
only)

Effective date of the fire risk assessment:

15th February 2022

Recommended date for review of the fire risk
assessment:

15th February 2023

Unique reference number of this certificate:

054790

We, being currently a ‘Certificated Organisation’ in respect of life safety fire risk assessment identified in the above
schedule, certify that the fire risk assessment referred to in the above schedule complies with the specification identified in
the above schedule and with all other requirements as currently laid down within the BAFE SP205 Scheme in respect of
such fire risk assessment.
Signed for and on behalf of the issuing Certificated Organisation:
Name
Position

Sean Murphy - GIFireE Tech IOSH AIFSM
Validator

Date

15th February 2022

Name and address of Third Party Certification Body:
SSAIB
7 - 11 Earsdon Road
West Monkseaton
Whitley Bay
NE25 9SX
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